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This report is of a biennial construction suney [
| done by Bob Getchell on May 28, 2015. .
Thia facility was first licensed as an Family Care . 4l
Home for aix (8) embulatory Residents (ablks to :
svacuate and respond without any phyeical or |
varbal assisfance during a fire or other | ,
emergency) on June 08, 2006, Based on this wa
are requiring the home to be in complance with
the 2005 Rules 104 NCAC 134 for the Licanaing
| of Family Care Homes, and, the 2002 North . .
Carolina State Bullding Codo - Section 421.2 - Thll m hﬂmﬂ
Fesidantial Care Homes, G:) { Im‘dﬂ
dﬁﬂl. wedld /
Deficlencias were noted which will require a new ! :Zﬁf—-m
plan of correctlon -‘H"U_
. | doewnt e e
C 74| Building Equipment Meinfained Safe, Operabing C174 J e ME"

SECTION 0300 - THE BLILDING
108 NCAT 135G 0317 BUILDING SERVICE
EQUIPMENT

| {a) The building and all fire safety, alectrical,

mechanical, and plumbing equipment in a family
care home shall be maintamed in a safe and |
operating conditicn.

() This Rule shall apply to hew and existing
family care homes.

This Rule @ not raet as evidenced by

Based on obsarvalion, the facility was not
maintained in a safe manner by having doors that
did nof close complelely and |atch in order io
contain smoke ard fire. This could affect all
residents by nol confaining smoke or fire in the

fire compartment or room of origin,

| Findings include:

The following doors have issues: a) Back left
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| bedroom door won't close and latch, b) Back Exit
! door scrubs frame. c) Front deor knab s loose,
d} Right middle bedroom closet door has no door
knob,
2. Based on observation, the building plum I:uin_gm
fixtures ware not maintained in a salfe manner
because a toilet ie coming loose from the floor.
This would affect all residents using the hall toitat
by expoaing them to leaks from a broken wax
seal,

Findings include:

The bathroom at the Living Room has the
following 1I55Ues:

[ &) Atollel coming lobse from the floor.
B) The fowel bar s missing
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